SHIP SYSTEM SUBSYSTEM MRC CODE

Thermal Insulation for R

Pi pi ng and Machi nery

SYSTEM EQUIPMENT RATES M/H
Gs-11/12

MAINTENANCE REQUIREMENT DESCRIPTION TOTAL MH

1. Conduct visual assessnent of piping and
machi nery insul ation, |agging, and
identification.

ELAPSED TIME

SAFETY PRECAUTIONS
Forces afloat conply with NAVCSH Program Manual for Forces

Af | oat, OPNAVI NST 5100. 19 seri es.

2. Keep hands, tools, and |oose clothing clear of operating

equi prent .
3. Exercise extrene caution when working around noving machi nery.
4. Ensure all tag-out procedures are in accordance w th current

shi pboard instructions.

TOOLS, PARTS, MATERIALS, TEST EQUIPMENT

TOALS M SCELLANEQUS

1. [1350] Tape, neasuring, 1. Ships draw ngs (as
3/8" steel, 100 FT, hand required)
crank 2. NSTM Chapter 505 & 635

2. [2271] Flashlight, Type 3,
style 1, explosive proof

NOTE: Nunbers in brackets can be referenced to Standard PVS
Materials ldentification Quide (SPM G for stock nunber
identification.
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PROCEDURE

PROCEDURE

NOTE 1: Acconplish assessnent before availability, after
avail ability, and before depl oyrment.

CAUTI O\ Those personnel who are in contact with wastewater, or
assess wastewater treatnment plants, should keep basic
i muni zations current. |munizations required I nclude
typhoi d, polio, and tetanus.

DISTRIBUTION STATEMENT D
D stribution authorized to DOD conponents and DCD contractors
only; critical technology; May 1998. Qther requests for this
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docurent shall be referred to Naval Sea Systens Conmand ( SEA
04TD). Destroy by any nmethod that will prevent disclosure of
contents or reconstruction of the document.

LOCATION DATE
May 1998 z

MAINTENANCE REQUIREMENT CARD (MRC)
OPNAV 4790 (REV. 2-82)



PROCEDURE (Contd). ) o
1. Conduct visual assessnent procedure for nachinery and piping
i nsul ati on.

a. Assessnent of insulation and | agging shall be conducted for
the foll owi ng systens:

Chill ed Vater ?/st em (51411
Refrigeration Plant (51611)

Firemain System (52111)

Fresh Water System (53311)

Auxiliary Steam System (5341x)

Steam Drai ns (53461, 53511)

El ectronics Cooling Water Systens (53621)
Prairi e Masker System (55141)
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b. Insulation and | aggi ng shall be visually assessed for the
fol | ow ng:

Heat | eaks

Wt ness (wat er soaked)

Looseness

G| soaking

M ssi ng

Crunbl i ng

Proper material and thickness in accordance with NSTM
Chapter 635.

Proper painting in accordance with NSTM Tabl e 505-7-1.
Proper identification and markings in accordance with
NSTM Chapt er 505-7. 8. 3.
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c. Provide marked up drawi ngs of deficient nachinery and piping

insulation, lagging, and identification including the
pi pe size, insulation material, and system
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MAINTENANCE REQUIREMENT CARD (MRC)
OPNAYV 4790 (REV. 2-82)




